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Mr. Ryan Estrada

K2 Systems LLC

4665 North Avenue, Suite |
Oceanside, CA 92056

Re: PV Tilt Up Rack System
Creation of Span Tables
Various Locations in the USA LEI Project No: 21220004.004

Dear Mr. Estrada:

Pursuant to your request, Larson Engineering, Inc. (LEI) has performed a structural analysis of the K2
CrossRail Tilt Up System using the rail type: 44-X, 48-X, 48-XL and 80 for a panel size of 46 inches x
92.5 inches in Landscape orientation. The purpose of the analysis was to provide tables for the maximum
spans and reactions to the roof under various loading conditions.

The analysis was performed in accordance with the following codes and guidelines:

e ASCE 7-16 Minimum Design Loads for Buildings and Other Structures, referenced by the
International Building Code 2018 and 2021 editions and the International Residential Code 2018
and 2021 editions, 2019 California Building Standards Code and 2022 California Building
Standards Code,

e 2015 Aluminum Design Manual and the 2020 Aluminum Design Manual by the Aluminum
Association,

e Wind Design for Low-Profile Solar Photovoltaic Arrays on Flat Roofs Report SEAOC PV2-2012
dated August 2012 by the Structural Engineers Association of California (SEAOC), portions of
this are referenced in ASCE 7-16, chapter 29.

The rail system used 6000 series aluminum alloy with a minimum yield strength of 34.8ksi. Section
properties for each rail system was provided by K2 Systems, LLC.

DESCRIPTION

The K2 CrossRail Tilt Up System consists of extruded aluminum PV support rails that span between an
L-shaped support consisting of two (2) members, the front leg and the rear leg, whose lengths can be
adjusted as required to vary the tilt angle of the panels. The front and rear legs are constructed of the
same type of rail as the PV support rails. They are connected to one another using plates with screws to
form a 90 degree triangle and each leg is attached to the roof using an L-foot. The PV support rails
connect to the front leg with angle attachments. The PV panels connect to the PV support rails using a
clamp. Attachment of the Tilt Up System to the existing roof shall be the responsibility of the installer
and is required to be analyzed by a registered professional or structural engineer.
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Rear Leg

L-Foot Support Rail

Figure 1 Typical Configuration (refer to K2 CrossRail Tilt Up System Assembly Instructions)

METHODS AND DESIGN PARAMETERS

Load combinations were provided in accordance with the ASCE 7-16 guidelines based on the assumption
that the rail is a single span condition or multi-span condition and using an allowable deflection of 1/120.
Wind pressure was determined in accordance with ASCE 7-16 chapter 26 and ASCE 7-16 section 29.4.3
“Rooftop Solar Panels for Buildings of all Heights with Flat Roofs or Gable or Hip Roofs with slopes less
than 7°” whose tilt angles are less than 35°.

The snow loads indicated in the tables are based on a flat roof snow load. The snow load applied to the
system may be adjusted with the tilt angle in accordance with sloped roof snow loads. The appropriate
ground snow loads should be determined in accordance with the ground snow load maps in ASCE 7-16 or
per the local building code.

The following table shows the equivalent ground snow value associated with the flat snow load shown in
the span and reaction tables assuming Ct=1.0, Ce=1.0, I1=1.0.

Determine Equivalent Ground Snow for indicated flat snow (psf)
Pf, flat snow (psf) 10 20 30 40 50 60 70
Pg, ground snow (psf) 14.3 28.5 42.8 57.2 71.4 85.7 | 100

Seismic criteria were considered per the provisions of ASCE 7-16, chapter 13. Seismic effects did not
govern the capacity of this system.
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The following design parameters were used for the purpose of this analysis:

General Wind Snow Seismic
Flat snow pf: 0 - 70
Risk Category: Il V, ult: 90 - 180 mph psf Site Class: D
Roof Mean Height: </= 30 ft Exposures: B,C &D Ce: 1.0 Design Category: A-E
Pressure Zones: 1,2 &

Roof Slope: 0°to 7 ° 3 Ct: 1.0 Ss:</=2.0
Panel Slope: 7° to 25° (from
ground) Cs: Varies S1:</=1.25
Panel Orientation: See Charts Is: 1.0 Ip: 1.0
Panel Size: See Charts ap: 1.0

Rp: 1.5

DESIGN RESULTS

The allowable span lengths of the system are controlled by applicable wind and snow load combinations.
The reaction loads provided in the tables are only applicable to the corresponding span lengths provided.
Reaction loads shown are based on the worst case of the front and rear mounting brackets. Reactions may
be scaled linearly where shorter spans are used. The reactions shown for Multi Span assumes an interior
support location. The maximum span length may be limited due to the capacity of the support rail, the
capacity of the front leg to resist the reaction load from the support rail, or the capacity of the L-foot
connection.

The following tables are provided for each exposure category, B, C & D for Interior and Edge Multi-Span
Conditions in the Landscape Orientation:

Maximum Span Length (Inches) Multi Span Only, Tables 1.1, 1.1A, 2.1, 2.1A, 3.1, 3.1A

Maximum Downward Force (Ibs) Multi Span Only, Tables 1.2, 1.2A, 2.2, 2.2A, 3.2, 3.2A
Maximum Horizontal Force (lbs) Multi Span Only, Tables 1.3, 1.3A, 2.3, 2.3A, 3.3, 3.3A
Maximum Uplift Force (Ibs) Multi Span Only. Tables 1.4, 1.4A, 2.4, 2.4A, 3.4, 3.4A

Please note that simple span (2 supports) will not work for landscape orientation for the panel noted due
to the lengths of the panel in that direction. A Minimum of 3 supports are required for 2 adjacent panels.

Figures 2 & 3 define the roof zones per ASCE 7-16 Figure 29.4-1 and are referenced in the attached
Tables for Interior and Edge Conditions. Figure 4 defines the array edge factors used for wind uplift.
The Edge Condition tables should be applied to the north and south rows and to the spans that occur
within 1.5 panel lengths of the east and west edges as defined in Figure 4.

The following notations should be applied to Figures 2 through 4.

d1: Horizontal distance orthogonal to the panel edge to an adjacent panel or building edge.

d2: Horizontal distance orthogonal from the edge of one panel to the nearest edge in the next row.
h: Mean Roof Height.

WL=Width of a Building on its longest side.

Ws=Width of a Building on its shortest side.

Lp: Panel Length.
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Figure 2. ASCE 7-16 Figure 29.4-7 shows the Building Roof Plan defining the roof zones.
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Figure 3. ASCE 7-16 Figure C29.4-1 shows a sketch of Building with Irregular Plan Dimensions

Edge of Adjacent Solar Array
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Where: 1)d,>0.5h and d, > max (4h,, 4ft)
2) d, < max (4h,, 4ft)

LEGEND
Row of Solar Panels D Non Exposed Solar Collectors (yE =1.0)

Solar Panel Plan Exposed Solar Panels (y, =1.9)

Figure 4. ASCE 7-16 Figure 29.4-7 Array Edge Factors
INSTALLATION & CONFIGURATION NOTES

5 Larson 40f5 21220004.004_230322_CAW_461x92.5_L_CA






